
}

1
6

"
O

.C
.

1
1

"

7"

NOT TO SCALE

2’-0"

NOTES:

}

1
1

"

2’-0"

8
"

V
A

R
IE

S
V

A
R

IE
S

5" 5"48" FOR 12"-18" DIA. PIPE

60" FOR 21"-36" DIA. PIPE

48" FOR 12"-18" DIA. PIPE

60" FOR 21"-36" DIA. PIPE
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TYPE "A" MANHOLE

TYPE "B" MANHOLE

TWO (2)

BUTYL

RUBBER

STRIPS 

(TYPICAL)

5"

CONCRETE 

BENCH

TYPE

A & B

STORM

MANHOLE

DETAIL

6" 6" 6"

STEEL

REINFORCED 

POLYURETHANE

STEPS (14" WIDE)

 

STEEL

REINFORCED 

POLYURETHANE

STEPS (14" WIDE)

 

CONCRETE BASE CAST INTEGRAL 

WITH LOWEST BARREL SECTION

4" MIN. SAND CUSHION
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TWO (2) MAX. PRECAST CONCRETE

ADJUSTING RINGS MORTARED

(8" MAX.)

 

NEENAH R-1713. SEE

STD COVER DETAIL FOR LID.
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23" MAX.

SURFACE TO

FLARE OF CONE

DATE: 7-27-10

1. MANHOLES MUST CONFORM TO ASTM C-478.

2. MANHOLE SECTIONS TO BE TONGUE AND GROOVED.

3. BENCHES MUST BE PROVIDED IN ALL STORM SEWER MANHOLES.

4. NON-PRECAST OPENINGS SHALL BE CORED AND RUBBER BOOTED.

5. MORTAR ALL PIPE PENETRATIONS INSIDE AND OUTSIDE OF STRUCTURE.

6. IN "SUBMERGED" CONDITIONS, ALL PIPE PENETRATIONS TO BE 

   CORED, RUBBER BOOTED AND INTERIOR MORTARED.

7. PRIOR TO THE PLACEMENT OF FINAL LAYER OF ROADWAY, FRAMES AND 

   ADJUSTING RINGS LOCATED WITHIN PAVED AREAS SHALL BE SET IN 

   AN IDOT APPROVED CONCRETE "SI" MIXTURE. 
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