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NOTE: CA—7 AGGREGATE PAD EXTENDS 6 INCHES
OUTSIDE OF SWITCHGEAR FLAT PAD ASSEMBLY
AT A DEPTH OF 368" WITH 4"—6" CA-7
AGGREGATE UNDER TRENCH SYSTEM
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NOTES: DIAGRAM PROVIDED BY THE CITY OF ST. CHARLES
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