AGENDA ITEM EXECUTIVE SUMMARY

Title: Electric Reliability Report — Information Only

Presenter: Tom Bruhl
ST. CHARLES
SINCE 1834

Please check appropriate box:

Government Operations X | Government Services 07.22.13

Planning & Development City Council

Public Hearing

Estimated Cost: | $ Budgeted: | YES NO

If NO, please explain how item will be funded:

Executive Summary:

For information only.

Attachments: (please list)

June 2013 Outage Report.

Recommendation / Suggested Action (briefly explain):

For information only.

For office use only: Agenda Item Number: 3.a




St Charles Municipal Electric Utility

6/8/2013

534, 2901 E. Main St.

MONTHLY OUTAGE REPORT

SCMEU, customer request

6/8/13 2:00 PM

6/8/13 3:30 PM

Cable, Primary cable fault near transformer, flashed

2| 6/102013/U (626, Rt. 38 area into transformer causing catastrophic failure 2| 3] 6/1011312.00AM| 610113 1:00AM| 60| 377] 22620
3| 6/102013|U |626, 2061 Rt. 38 _Cable, Primary cablefault near tran§former, flashed
into transformer causing catastrophic failure 2| 3} 6/10/13 12:00 AM| 6/10/136:10 AM 370 2 740
4| 6/17/2013|U [311, 1129 Fern Ave. Overhead failure, connector failure 1] 1] en7137:00PM| 61171137:55PM| 55 1 55
5| 6/24/2013|U ;iifg;;’v of Randall & from Randallto | e ins 1ost, cause under investigation 0| 1| 6/24/135:34 PM| 6/24/13 5:34 PM o| 2784 0
6| 6/24/2013|U 'F'{Sﬁ:é;’v of Randall & from Randallto 1 Eq fine lost, cause under investigation o| 1| ers13520AM| 6025113 5:29 AM 0| 2784 0
7| 6/2412013[U [214, Between 14th & 15th St. from Oak | Trees, weather: wind related. 5| 1| 6/24136:40PM| 6/24/137:31PM| 51| 40| 2040
8| 6/25/2013[s [334, 945 N. 3rd Ave. Other, service upgrade & re-route. 8| 1] 6/25/1311:30 AM| 6/25/13 12:30 PM| 60 1 60
9| 6/27/2013{S |611, 208 Regency Other, re-routed service for over dig from 210 Regency | 8| 1| 6/27/13 9:37 AM| 6/27/13 10:40 AM 63 1 63
10| 6/28/2013|U |L57736, NW Quadrant Com Ed line lost, cause under investigation o 1| 6/28/1311:55 AM| 6/28/13 11:55 AM 0| 2764 0

S/U - Scheduled or Unscheduled
Ints - # of Interruptions

Long - >1 min; Short - <1 min
Cause # - see table on page 3
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